
The customer reports a 
cold room

heating system does not work

the gas boiler does not work

Heating pump defective

water pressure to low

no electricity

no gas

Incorrect heating parameters in the control system

Thermostatic valve defective

Air bubbles in the heating system
Leaks in the building envelope

Walls
Sockets / switch sockets in external wall

Wall breakthroughs

Doors

Windows


